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Description DO

Al

AO

HW UNIT & CABINET HEATERS Points List
Fan 1
Space Temperature
Hot water Valve

HW UNIT & CABINET HEATERS TOTAL 1

Description

Al

AO

Bl

BO

VAV Boxes w/ Split A/C Units
Primary Air Damper Control
Primary Airflow Sensor
Return Air or Space Temp
Hot Water Reheat Coil Valve
Box Discharge Air Temp
A/C Unit Enable/Disable
A/C Unit Alarm

VAV Boxes w/ Split A/IC TOTAL

Description Al

AO

Bl

BO

VAV Boxes w/Reheat (Radiation)
Primary Air Damper Control
Primary Airflow Sensor
Return Air or Space Temp
Hot Water Reheat Coil Valve
Box Discharge Air Temp

Radian Panel Heating Valve (Only on units with radiation)
Space Relative Humidity (For selected VAV boxes only)
Space CO2 for selected rooms

@)

TOTAL

==

Description DI

DO

EF-1 Points List
Fan SS
Fan Status 1

EF TOTAL 1

Description Al AO

Bl

BO

MAU-1 Points List
OA / RA Mixing Dampers Control 1
Pre-Filter Differential Pressure 1
Bag Filter Differential Pressure 1
Mixed Air Temp
Heating Coil Valve Control 1
Low Limit Freezestat

Supply Fan Start / Stop

Supply Fan Status

Supply Duct Smoke Detector Status
Supply Discharge Air Temp 1
Return Air Temp 1
Return Duct Smoke Detector Status
Return Duct Smoke Damper Status

MAU TOTAL 4 5

Description

Al

AO

Bl

BO

Interface
Points

VAV-AHUs 1-2 Points List
OA / RA Mixing Dampers Control

SA Dampers Open/Close

OA Dampers Open/Close

Pre-Filter Differential Pressure

Bag Filter Differential Pressure

Mixed Air Temp

Heating Coil Valve Control

Hot Water Flow Meter

Low Limit Freezestat

Cooling Coil Valve Control

Chilled Water Flow Meter

Cooling Coil Discharge Air Temperature
Supply Fan Start / Stop

Supply Fan Status

Supply Fan VFD Speed Control
Supply Fan VFD Speed Feedback
Supply Fan VFD Motor Speed RMP
Supply Fan VFD Motor Frequency Hertz
Supply Fan VFD Motor Amps

Supply Fan VFD Motor KW

Supply Fan VFD Motor Runtime
Supply Fan VFD Fault

Supply Fan VFD Run Status

Supply Fan VFD in Bypass

Supply Fan Flow
Supply Fan High Suction Pressure Alarm / Cutout
Switch

Supply Duct Smoke Detector Status
Supply Discharge Air Temp
Humidifier Isolation Valve
Humidifier Steam Control Valve
Supply Air Humidity

Supply Air High Humidity Cut-Out
Remote Supply Duct 2/3 Static Pressure
Return Air Temp

Return Air Temp (Common)

Return Air Humidity

Return Fan Start / Stop

Return Fan Status

Return Fan VFD Speed Control
Return Fan VFD Speed Feedback
Return Fan VFD Motor Speed RMP
Return Fan VFD Motor Frequency Hertz
Return Fan VFD Motor Amps
Return Fan VFD Motor KW

Return Fan VFD Motor Runtime
Return Fan VFD Fault

Return Fan VFD Run Status

Return Fan VFD in Bypass

Return Fan Flow

Return Fan High Suction Pressure Alarm / Cutout
Switch

Return Duct Smoke Detector Status
Supply Air Humidity

Return / Relief Plenum Static Pressure
Relief Air Damper Control

2nd Floor Bldg. Static

N
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VAV-AHU TOTAL

36

14

24

10

40

Description

AO

Bl

BO

Interface]
Points

BUILDING HW SYSTEM
1° Floor Differential Pressure

2" Floor Differential Pressure
Building HW Supply Temperature
Building HW Return Temperature
Building HW Loop Flow

Hot Water Pumps

Heat Exchanger Steam Valves

PR

Yes

BUILDING HW TOTAL

Description

Al

AO

Bl

BO

Interface
Points

BUILDING CHW SYSTEM
Building Differential Pressure

Building CHW Supply Temperature
Building CHW Return Temperature

Building CHW Loop Flow
Chiller

Chilled Water Pumps

[N

[N

[E=Y

YES
YES

BUILDING CHW TOTAL
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